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Water Lines Crossing Effluent Lines

Suggested Wording Only


If a water supply line must be crossed by a sprinkler distribution line or 

effluent line, the installer must locate the sprinkler distribution or effluent line 6” 

below the water line. Utilizing 150 psi or greater pressure pipe, and centered an 18’ long 

pipe on the water line making the pipe joints at 9’ from the water line. If the sprinkler 

distribution or effluent line cannot be placed 6” below the water line, the distribution 

or effluent line must be placed at least 6” above the water line. Utilizing 150 psi pipe, 

centered an 18’ long pipe on the water line, and sleeve the distribution or effluent line 

inside another pressure rated pipe.

